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NEW WORK GENERAL NOTES

1.  FIELD VERIFY ALL DIMENSIONS. IF
DIMENSIONS VARY SIGNIFICANTLY
NOTIFY THE ARCHITECT

ROOF GENERAL NOTES

1. NEW BOOT FLASHING AT ALL VENT
PIPES

2.  NOTES ON DEMOLITION PLANS
INDICATE WHERE CORES WERE
TAKEN

KEYNOTES - NEW WORK PLAN

01 REWORK ROOF DRAINS: REMOVE CAST IRON GRATE AND
CLAMPING RING, AND ALL FLASHING INSIDE DRAIN BODY.
CLEAN SURFACES TO ACCEPT NEW EPDM FLASHING.
REINSTALL CLAMPING RING AND CAST IRON GRATE - REFER
TO A601/01

02 INSTALL NEW TPO FLASHING AT EXISTING CURBS UNDER
METAL FLASHING

07

03 NEW FULLY ADHERED TPO ROOF ON EXISTING MODIFIED
BITUMEN ROOFING
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04 AT WET AREAS REPLACE INSULATION WITH SAME THICKNESS
INSULATION, TAPER, AND COVERBOARD, AND MAKE
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08 NEW REGLETT & TURNED UP FLASHING - REFER TO DETAIL
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PREPARE SURFACE FOR NEW FLASHING & TERM BAR.
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NEW WORK GENERAL NOTES

1.

FIELD VERIFY ALL DIMENSIONS. IF
DIMENSIONS VARY SIGNIFICANTLY
NOTIFY THE ARCHITECT

ROOF GENERAL NOTES

1.

2.

NEW BOOT FLASHING AT ALL VENT
PIPES
NOTES ON DEMOLITION PLANS

INDICATE WHERE CORES WERE
TAKEN

KEYNOTES - NEW WORK PLAN

01
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05
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07

08

09

10

REWORK ROOF DRAINS: REMOVE CAST IRON GRATE AND
CLAMPING RING, AND ALL FLASHING INSIDE DRAIN BODY.
CLEAN SURFACES TO ACCEPT NEW EPDM FLASHING.
REINSTALL CLAMPING RING AND CAST IRON GRATE - REFER
TO A601/01

INSTALL NEW TPO FLASHING AT EXISTING CURBS UNDER
METAL FLASHING

NEW FULLY ADHERED TPO ROOF ON EXISTING MODIFIED
BITUMEN ROOFING

AT WET AREAS REPLACE INSULATION WITH SAME THICKNESS
INSULATION, TAPER, AND COVERBOARD, AND MAKE
WATERTIGHT IF RECOVER WILL NOT BE COMPLETED - REFER
TO A601/06

EXISTING DOWNSPOUT TO REMAIN

FIRE RATED ROOF EXPANSION JOINT - REFER TO A601/04

NEW METAL ROOF EDGE WITH TPO FLASHING, SEE DTL
A601/02

NEW REGLETT & TURNED UP FLASHING - REFER TO DETAIL
AB601/05

REINSTALL SPLASH BLOCKS ON WALK PADS

ROTATE ROOF HATCH DURING REINSTALLATION SUCH THAT
HATCH OPENS AWAY FROM ROOF EDGE

KEYNOTES - DEMOLITION PLAN

01
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08

09

EXISTING EXHAUST FAN TO REMAIN (REMOVE
EXISTING TURNED UP FLASHING & PREPARE SURFACE
FOR NEW TPO ROOFING)

REMOVE EXISTING ROOF EDGE & FLASHING -
PREPARE SURFACE FOR NEW FLASHING & TERM BAR.

EXISTING ROOF HATCH TO REMAIN

REMOVE ROOFING (MODIFIED BITUMEN) & INSULATION
DOWN TO CONCRETE DECK WHERE INDICATED (WET)

REMOVE AND DISPOSE OF EXISTING EXPANSION
JOINT

REMOVE EXISTING TURNED UP FLASHING & TERM
BAR/REGLET

POWER SWEEP ENTIRE ROOF SURFACE PRIOR TO
INSTALLATION OF NEW TPO ROOFING

REMOVE & SALVAGE SPLASH BLOCKS FOR
REINSTALLATION

REMOVE EXISTING ROOF HATCH FOR
REINSTALLATION

REMOVE EXISTING LOW ROOF

REMOVE AND SALVAGE PORTION OF FENCE ABOVE
ROOF FOR REINSTALLATION
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